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SL CO. WATER CONSERV
% ENG. - RICK SMITH
P.0. BOX 7@

W. JORDAN, UT 84084

SAMPLE :

FORD ANALYTICAL LABORATORIES

Ry

CHEMICAL AND BACTERIOLOGICAL ANALYSIS

DATE: :
11717793 CERTIFICATE OF ANALYSIS

93-218409

WATER SAMPLE COLLECTED 8-26-93 BY RICK SMITH RECEDIVED PYIR-Y
8-26-93 FOR ANALYSIS. 053 nio7
RECOVERY WELL R-2, 11:30 57,
LJ’- M /(/ Results Method Detection
% Limit
Alkalinity CaC03 mgl EPA310.1 129 7 .50
~ ; 4 e D .0010
Arsenic As mg/l EPA 200.9 ND .@03,~
Barium Ba.mg/l EPA 200.7 .074 < .010
Beryllium Be mg/l-EPA—200-F— NP - .0012
Bicarb. HCO3 mg/l SM4500-C@2D 153" .1
Cadmium Cd mg/1 EPA 213.1 ND .03 v
Calcium Ca mg/l EPA 200.7 43.5 .100
Carbon Dioxide C02 mgl SM4500- 115+ .01
‘Carbonate CO3 mgl SM4500-CO2D 2.5 .10
Carbonaté Solids mg/1 76— .30
Chloride C1 mg/l EPA 300 (1) 17.2+ .50 .
<zhromium Cr mg/1 EPA 218.1 w .0010
hromium Cr.Hex mg/l EPA7196 N5 .005
Cond. umhos/cm EPA 120.1 360, / .1
Copper Cu mg/l EPA 220.1 ND VYV .03

All reports are submitted as the confidential property of clients. Authorization for publication of our reports, conciusions, or, extracts from or regarding them,
is reserved pending our written approval as a mutual protection to clients, the public and ourselves.

50 West Louise Avenue ¢ Salt Lake City. Utah 84445 « PHONE (801) 466-8764 = FAX (8011 466-8763
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‘ FORD ANALYTICAL LABORA TORIES CHEMICAL AND BACTERIOLOGICAL ANALYSIS
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PAGE: 2 CERTIFICATE OF ANALYSIS 'i
93-218400 ‘
Results Methbd ' Dc_atection ‘.
Limit ‘
Cyanide Ca-totmmg71 EPA 335. 2 ND .50 |
Fluoride, F mg/l1 EPA 30@ iV .@5 |
Hardness,CaC23 mg/1 EPA 242 113 1.0
Hydrox. as OH mgl SM4500-C02D ND v~ .10
Iron Fe mg/l EPA 236.1 NDv~ .04
Lead Pb mg/1 EPA 239.2 ND .~ .003
Magnesium Mg mg/1 EPA 200.7 11.3 v~ 1.00
Manganese Mn mg/l EPA 243.1 ND“ .020
Mercury, Hg mg/l1 EPA 245.1 ND .0092
Nickel Ni mg/l EPA 249.2 002, .001
Nitrate NO3-N mg/l EPA 300 (2) 1.27. .01
Nitrite NO2-N mg/l1 EPA 354 ND v .01
Phosphate PO4-P mg/1l EPA 300 ND .10
Potassium K mg/1 EPA 200@.7 1.9« .16
Selenium Se mg/1 EPA 270.2 NDv” .002
Silica Si02 mg/l EPA 200.7 13/ .30
Silver Ag mg/1 EPA 272.1 ND .005
Sodium Na mg/1 EPA 200.7 16.8 V" 500
Sulfate SO4 mg/1l EPA 300 26.9/ .5
Mlids mg/1 EPA 160.2 ND 1.0
ThalliumPl-meAERPA—279.2 ND .002

All reports are submitted as the confidential property of clients. Authorization for publication of our reports, conclusions, or, extracts from or regarding them,
is reserved pending our written approval as a mutual protection to clients, the public and ourseives.

50 West Louise Avenue e Salt Lake City, Utah 84145 « PHONE (804) 466-8764 « FAX (801) 466-8763
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8 £opD ANALYTICAL LABORATORIES b

PAGE: 3

CERTIFICATE OF ANALYSIS
93-218400
Results Method Detection

Limit
E;t.Dis.Solids mg/1l EPA 160.1 188 v T 10.0
Turbidity NTU EPA 18@.1 1.367 ' .50
Zinc Zn mg/1 EPA 28S.1 ND .~ .018
pH Units EPA 150.1 7.2 -

EPA METHOD 502.2

- REGULATED VOC ANALYSIS
1,1,2-Trichloroethane ug/l ND .50
1,2,4-Trichlorobenzene ug/l ND .50
1,2-Dichloroethane ug/1l ND .50
111Trichloroethane ug/1 ND .50
11Dichloroethylene ug/1l ND .50
Benzene ug/l ND .50
C. Tetrachloride ug/1l ND .50
Monochlorobenzene ug/1 ND .50
Trichloroethylene ug/1 ﬁD .50
Vinyl Chloride ug/1l ND .50
Xylene ug/l ND .50
p-Dichlorobenzene ug/1l ND .50
- SURROGATE RECOVERY %
~ s Bromochlorobenzene % 92
~ s Bromochloromethane % 94

All reponts are submitted as the confidential property of clients. Authorization for publication of our reports, conclusions, or. extracts from or regarding them,
is reserved pending our written approval as a mutual protection to clients, the public and ourselves.

50 West Louise Avenue ¢ Sait Lake City, Utah 84145 ¢ PHONE (801) 466-8764 » FAX (801) 466-8763

e



~~

~

P 5on ANALYTICAL LABORATORIES ST D BCTROI00N e
DATE: 11/17/93

SL CO. WATER CONSERV
% ENG. - RICK SMITH
P.0. BOX 70

W. JORDAN, UT 84084

CERTIFICATE OF ANALYSIS

93-218380

: 0
SAMPLE : WATER SAMPLE COLLECTED 8-26-93 BY RICK SMITH RECEIVED 6 ! q

8-26-93 FOR ANALYSIS.
RECOVERY WELL R-1, 9:30

57,;2‘5,'24' 32370

7800%. 2300E. Results Method Detection
Limit
Alkalinity CaC03 mgl EPA310.1 136+ .50
I S ND .0010
Arsenic As mg/l EPA 200.9 NDv~ . 003
Barium Ba mg/l EPA 200.7 .13~ .010
—BeryiliumBe mg/1-EPA—200:7 —— - ND .0012
Bicarb. HCO3 mg/1 SM4500-C@2D 161~ 1
Cadmium Cd mg/1 EPA 213.1 NDv~ .003
Calcium Ca mg/1 EPA 200.7 52.57 .100
Carbon Dioxide CO2 mgl SM4500- 121" : .01
Carbonate CO3 mgl SM4500-CO2D 2.3V .10
—-Carbonate—Solids-mg/l— 81.6 .30
Chloride Cl mg/l1 EPA 300 13.9 7 .50
Chromium Cr mg/1 EPA 218.1 ND / | . 004
Chromium Cr.Hex mg/1 EPA7196 N 005
Cond. umhos/cm EPA 120.1 382¥ | .1
Copper Cu mg/l EPA 220.1 ND\ .03

All reports are submitted as the confidential property of clients. Authorization for publication of our reports, conclusions, or, extracts from or regarding them,
is reserved pending our written approval as a mutual protection to clients, the public and ourselves.

50 West Louise Avenue o Salt Lake City, Utah 84115 ¢ PHONE (801) 466-8761 e FAX (801) 466-8763
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FORD ANALYTICAL LABORATORIES

~

CHEMICAL AND BACTERIOLOGICAL ANALYSIS

PAGE: 2 CEléTIFICATE OF ANALYSIS
93-218380
Results Method Detection

Limit
_;;anide,,,Cn, Lot,mgx:l;;;.—m-l_ - ND .050
Fluoride, F mg/l1 EPA 300 .21 .05
Hardness,CaC23 mg/1 EPA 242 180 v 1.0
Hydrox. as OH mgl SM4500-C@2D NDV~ .10
Iron Fe mg/l EPA 236.1 M .04
Lead Pb mg/1 EPA 239.2 ND . .003
Magnesium Mg mg/l EPA 200.7 11.9 v .100
Manganese Mn mg/l EPA 243.1 ND v .020
Mercury, Hg mg/l EPA 245.1 ND .0002
Nickel Ni mg/l EPA 249.2 ND v~ .e01
Nitrate NO3-N mg/l EPA 300 .99 .01
Nitrite NO2-N mg/1 EPA 354 ND .01
Phosphate PO4-P mg/1 EPA 300 ND .10
Potassium K mg/1l EPA 200.7 3.19+ .16
Selenium Se mg/1 EPA 270.2 ND .002
Silica Si02 mg/l EPA 200.7 16.5 o~ .64
Silver Ag mg/l EPA 272.1 ND.- .005
Sodium Na mg/1 EPA 200.7 16.1 .500
Sulfate SO4 mg/l EPA 300 35.4v .5
Susp. Solids mg/l EPA 160.2 ND - 1.9
Thallivm-F1-mg/-EBPA-279-2— ND .004

All reports are submitted as the confidential property of clients. Authorization for publication of our reports, conclusions, or, extracts from or regarding them,

is reserved pending our written approval as a mutual protection to clients, the public and ourselves.

50 West Louise Avenue o Salt Lake City, Utah 84415  PHONE (801) 466-8761  FAX (801) 466-8763
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B copD ANALYTICAL LABORATORIES b aai
PAGE: 3

CERTIFICATE OF ANALYSIS
93-218380
Results Method Detection

Limit
;;;Dis .Solids mg/1 EPA 160.1 i 204" 10.0
Turbidity NTU EPA 180.1 7197 .50
Zinc Zn mg/1 EPA 289.1 i 018 ZI19
pH Units EPA 150.1 6.7

EPA METHOD 502.2
- REGULATED VOC ANALYSIS
1,1,2-Trichloroethane ug/1l ND .50
1,2,4-Trichlorobenzene ug/1 ND .50
1,2-Dichloroethane ug/1 ND .50
111Trichloroethane ug/l ND .50
11Dichloroethylene ug/l ND .50
Benzene ug/1l ND .50
C. Tetrachloride ug/1l ND 50
Monochlorobenzene ug/1l ND .50
Trichloroethylene ug/1l ND‘ .50
Vinyl Chloride ug/1l ND .50
Xylene ug/l ND .50
p-Dichlorobenzene ug/1 ND .50
- SURROGATE RECOVERY %
~ s Bromochlorobenzene % 84
~ s Bromochloromethane % 111
All reports are submitted as the confidential property of clients. Autherization for publication of our reports, conclusions, or, extracts from or regarding them,
’ is reserved pending our written approval as a mutual protection to clients, the public and ourselves.

50 West Louise Avenue e Salt Lake City, Utah 84415 « PHONE (801) 466-8761 « FAX (801) 46{5-8763.
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